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IMPORTANT NOTE

GENERAL CONTRACTOR TO PROVIDE AND INSTALL ALL INSULATION AND
PLASTIC SHEATING OVER ALL WET SPRINKLER SYSTEM PIPING IN ATTIC AND

IN ALL ARFAS SUBJECT TO FREEZING (INCLUDING WALLS), AS SHOWN IN
THE ABOVE INSULATION DETAIL AND AS REQUIRED BY CODE ¢ AHJ.

*IT IS THE BUILDING OWNER / OCCUPANTS RESPONSIBILTY TO MAINTAIN
HEAT INSIDE THE BUILDING TO PREVENT POSSIBLE FREEZING OF PIPING.



